POSITIONING TEMPERATURE SENSORS IN CONFINED SPACES SUBJECT TO VARIOUS EXOGENOUS IMPACTS by AUGUSTYN, Grzegorz et al.
POSITIONING TEMPERATURE SENSORS IN CONFINED SPACES
SUBJECT TO VARIOUS EXOGENOUS IMPACTS
Grzegorz AUGUSTYN a, Jakub JURASZ a*, Krzysztof JURCZYK b, Tomasz KORBIEL c,
Rafał RUMIN a, Jerzy MIKULIK d
a PhD Eng.; Faculty of Management, AGH University, 30 Mickiewicza Av., 30-059 Kraków, Poland
b MSc Eng,; Faculty of Mangement, AGH University, 30 Mickiewicza Av., 30-059 Kraków, Poland
c PhD Eng.; Faculty of Mechanical Engineering and Robotics, Department of Mechanics and Vibroacoustics,
30 Mickiewicza Av., 30-059 Kraków, Poland
d Associate Prof. DSc PhD Eng.; Faculty of Mangement, AGH University, 30 Mickiewicza Av., 30-059 Kraków, Poland
*Corresponding author. E-mail address: jakubkamiljurasz@gmail.com
Received: 8.09.2017; Revised: 10.10.2017; Accepted: 3.03.2018
A b s t r a c t
This paper analysis the impact of the location of sensors on their ability to provide information about the temperature dis-
tribution in a given space. Only temperature was investigated since it is the crucial parameter in estimating thermal com-
fort. The results from the research conducted in a lecturing hall revealed that one sensor currently operating is insufficient
to map the temperature variability and thereby ensure the required thermal comfort conditions in the whole space. Analysis
performed for four various scenarios and three sensors shows that optimal layouts and locations of sensors vary signifi-
cantly from the current set-up. In the heating scenario it was possible to reduce the mean absolute percentage error (MAPE)
of temperature estimation from 14.07% to 6.22%. In the remaining scenarios the observed improvement was not as spec-
tacular but provided important conclusions.
S t r e s z c z e n i e
W artykule poddano analizie wpływ lokalizacji czujników na ich zdolność do właściwego pomiaru wartości pozwalających
na uzyskanie informacji na temat rozkładu temperatury w danym pomieszczeniu. Badaniu poddano wyłącznie czynnik
w postaci temperatury ze względu na jego kluczową rolę w ocenie i kształtowaniu komfortu termicznego. Wyniki uzyskane
z pomiarów przeprowadzonych w sali wykładowej wskazują, że obecnie wykorzystywany jeden czujnik temperatury jest
niewystarczający by odpowiednio sterować i kontrolować układ utrzymujący zadany poziom komfortu termicznego. Analizy
przeprowadzone dla czterech scenariuszy oraz trzech czujników pokazują, że ich optymalny rozkład oraz lokalizacja znaczą-
co różnią się od obecnego ustawienia. W wypadku scenariusza, w którym obiekt poddawany był intensywnemu procesowi
ogrzewania (źródłem ciepła był kaloryfer) dzięki nowemu rozkładowi czujników udało się zredukować wartość średniego
bezwlędnego błędu procentowego (MAPE) z poziomu 14.07% do 6.22%. W pozostałych scenariuszach osiągnięta poprawa
nie była tak spektakularna, ale dostarczyła ważnych wniosków.
K e y w o r d s : Temperature spatial distribution; Lecturing hall; Thermal comfort; Optimisation.
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1. INTRODUCTION
The pressing need to minimise the impact of human
economy activity on the natural environment has
drawn significant attention over the last several
decades. The growing world population and increas-
ing pace of man-made pollution forces us to look for
new solutions in terms of how energy is both generat-
ed and conserved. The building sector is the biggest
consumer of energy. It accounts for 30–40% of
worldwide consumption [1] and when the energy
needed for construction and demolition is taken into
account this number rises to about 50% [2]. In 2010
the energy delivered to buildings in absolute terms
was 23.7 PWh and this is projected to rise to 38.4
PWh by 2040 [3].
In buildings, the majority of energy is consumed by
various processes aimed at maintaining required
parameters of the indoor environment. According to
data summarised by [4], of its total energy consump-
tion, the average office building in the UK dedicated:
55% to heating, ventilation and air-conditioning
(HVAC) appliances; 17% to lighting; 10% to water
heating; and only 5% each to food preparation,
refrigeration and powering equipment; and a mere
4% remains for other processes. One of the most
important parameters of the indoor environment,
and the one which has the highest impact on the ten-
ant’s wellbeing, is temperature [6]. Since buildings
are not completely isolated from their surroundings,
the indoor temperature will be influenced by external
factors such as: irradiation, outdoor temperature,
wind speed, humidity and atmospheric pressure. At
the same time, the indoor environment will be creat-
ed by internal sources of heat (humans, animals, and
equipment), humidity (plants, water bodies), and air
movement (various processes), etc.
In Fig. 1 we have represented the discrepancy
between outdoor temperatures in Kraków (Poland)
over 2016 and the desired indoor temperature in an
office building. Depending on the building insulation,
orientation and other factors over the whole year
there will be periods which will require significant
heating or cooling to be delivered to the building in
order to create an acceptable indoor environment for
efficient work. It is worth underlining that weather
conditions not only impact the interior environment
but also the building itself as a manmade structure
prone to physical deterioration [7].
All the above means that research into minimising
energy consumption in buildings while maintaining
the desired quality of indoor environment has
become a very important and frequently investigated
topic in scientific literature. The demand for such
research is especially visible one considers the regu-
lar appearance of review papers (2010 – [7], 2013 –
[8], 2017 – [9]) which aim to summarise and indicate
past, present and future research directions. It is
worth mentioning that analysis of thermal comfort is
conducted for various spaces, such as: swimming
pools [10]; sport halls [11]; classrooms [12]; or even
churches [13].
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Figure 1.
Daily observed mean, maximal and minimal temperatures in Kraków over 2016 [5], with relation to the temperature range suggested
by [6] for an office building at 60% humidity
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2. MATHEMATICAL MODEL
The problem of optimal sensor placement is very
often investigated in the literature. Various objective
functions and constraints are considered. This prob-
lem exists in a multitude of disciplines, ranging from
fault detection [14] to air contamination [15] or city
water infrastructure [16]. Here we adapt this concept
to find the optimal location for three temperature
sensors (three sensors gives the minimal number of
reference points which can be used to visualise the
spatial distribution of investigated phenomena. A
greater number of sensors can be used for more com-
plex room layouts or perhaps when greater accuracy
is required). Based on the proposed formula their
readings will be used to estimate the temperature in
the whole room. In the considered case, temperature
sensors can be located only at the edges of the room.
In reality this means walls. Some architectural
designs would naturally allow them to be placed
somewhere in the middle, such as on a pillar sup-
porting the ceiling. The problem investigated here
can be formulated as follows: select three locations
(i=1,…,n) for temperature sensors for which, based on
Eq. 1–4, the estimated temperature in points
(j=1,…,m) will be closest to observed temperatures. In
other words, find the minimal value of the objective
function given in Eq. 4.
For the purpose of the mathematical model we intro-
duce an additional binary variable (xi) which will indi-
cate whether a sensor has been installed in i or not.
Please note that here the binary variable is subject to
the constraint given in Eq. 2 which ensures that only
three locations (C=3) will be selected. Such a formu-
lation makes it possible to consider even more sen-
sors. For example, in order to investigate the impact
of their number on the accuracy of modelled temper-
ature distribution.
In our research we have decided to estimate the tem-
perature at points j based on three available temper-
ature values from sensors located in certain locations
i. However, we have decided that temperature will
not be calculated based on the simple mean of three
measurements. Instead we will use a weighted aver-
age, where weights are proportional to the distance
between sensors in location i and point j. This will
ensure that sensor located close to a given point has
the greatest influence on determining the estimated
temperature. Here those distances (dij) have been
gathered by on-site measurements. However, some-
times, on-site measurements of distance between
given points may not have been performed. In such a
situation one may use various distance metrics, such
as Manhattan or Euclidian. In Eq. 3 only distances
(Zj) between selected locations for sensors are con-
sidered and used in further calculations.
After establishing which distances are taken into con-
sideration, the formula given in Eq. 4 can be applied.
Here the temperature (t jʹ) at point j is estimated
based on readings from all three sensors. However, as
noted earlier, the significance of a given sensor is
strongly dependent on its distance from the investi-
gated point j.
In order to assess the quality of the location of the
three sensors suggested by the optimisation model we
have used a MAPE (Mean Absolute Percentage
Error) metric, which is common in modelling and
forecasting. In the investigated problem this was inte-
grated into the objective function given in Eq. 5.
The whole procedure for estimating the temperature
at a given point has been presented in Fig. 2. For
example, the sum of the distance between sensors
(i=1, 2 and 3) and point j=1 is 45 metres (Z1=45).
Meanwhile, the temperature observed at point j=1 is
19°C. Based on Eq. 4 the temperature estimated at
that point should be (Eq. 6) 19.23°C. Considering the
proposed approach (inverse distance weighting) the
meaning of sensors in Eq. 4 and 6 would be: i=2
(weight 3); i=1 (weight 4.5); i=1 (weight 2.25). This
explicitly makes the assumption that things that are
close to one another are more alike than those which
are far apart.
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3. MATERIALS AND DATA ACQUISI-
TION METHOD
For the purpose of this research we have used ther-
mal imaging from a Flir i7 infrared camera [14]. The
whole procedure, as well as validation of this method
accuracy in comparison to more traditional methods
(for example, thermometers), has been described in
[15]. The obtained results enabled us to claim that
this method is sufficiently accurate to meet the
required standards. Considering the layout of the
selected lecture hall (at AGH University, Faculty of
Management – Fig. 3) we evenly distributed 144
(i=1,..,144) measuring points (a matte black sheet of
paper) from which 44 points located on the outline
(j=1,…44) would be used as potential locations for
sensors. As mentioned earlier the distances between
individual points was calculated during on-site mea-
surements and stored in a matrix (dij).
For further analysis we have assumed that the tem-
perature distribution in this lecture hall will be inves-
tigated for four different scenarios. In those scenarios
the lecture hall was subject to various exogenous
impacts, such as: natural ventilation, air-condition-
ing, and intense heating. During investigation of nat-
ural ventilation only the window above the marked
radiator was left open. As a benchmark we estimated
the temperature distribution after an entire night
with all HVAC appliances turned off apart from ven-
tilation. It is important to add that measurements
were performed when this space was not occupied.
Three first scenarios: steady-state, intensive heating
and natural ventilation were completed in February
2017, whereas that including air-conditioning was
performed in May 2017. This was dictated by the fact
that during the winter period it was impossible to
turn on the air-conditioning due to the lack of a cool-
ing medium. In Fig. 4, for clarity, we have presented
the layout of the lecture hall and, in Fig. 5, the tem-
perature distribution for all four scenarios.
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Figure 2.
Schematic overview for estimating the temperature (t1’=?)
at a point marked by the blue square by means of tempera-
tures measured at three points (yellow circles). Visualisation
on plane coordinates (XY)
Figure 3.
Panoramic view of lecture hall where measurements were performed by thermal imaging
Figure 4.
Lecture hall layout. BMS – Building Management System,
AC – Air-conditioning
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4. RESULTS AND DISCUSSION
The mathematical model presented in section 3 was
implemented in MS Excel software and solved by
means of the Solver add-in. Since the model formu-
lation is nonlinear, an Evolutionary and a GRG
(Generalised Reduced Gradient) method were used
with default settings. More details about application
of the MS Excel Solver can be found here [17]. For
the considered possibility of installing 3 sensors in 44
potential locations this problem is not very complex
from the computational perspective. For three sen-
sors it is only possible to have 13,244 unique layout
combinations – which implies that with the current
speed of modern processors a brute-force method
may be also applied and an optimal solution is guar-
anteed. However, if one would like to install, for
example, 5 sensors, the number of unique layouts is
greater than one million. In Fig. 6 we have presented
the optimal locations ( ) of three sensors for each
scenario separately.
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Figure 5.
Maps visualising temperature (°C) distribution in investigated room under four scenarios
a
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As can be observed on the layouts presented in Fig. 7
the optimal location for sensors is significantly differ-
ent from the current position of the BMS sensor
which controls the operation of the HVAC appli-
ances. In the new locations suggested by the mathe-
matical model the sensors tend to be closer to the
sources of local “events” which impact the observed
temperature. This is especially the case for natural
ventilation and intensive heating. By applying the
modified sensor positions and number (three sen-
sors) it was possible to significantly reduce the tem-
perature estimation errors in three scenarios, as
shown in Table 1. Errors were not only reduced in
terms of the MAPE criterion which is considered
here; the maximal observed estimation errors were
also smaller. The best results were observed in the
heating scenario, where, by using the modified sen-
sors layout, it was possible to reduce the observed
MAPE criterion by 56% (in percentage points by
almost 8%). Based on the results as well as on the
illustration presented in Fig. 6 we can see that in this
scenario people (students) working near a heat
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Figure 6.
Optimal locations ( ) for three sensors to estimate spatial temperature distribution with the highest precision for the four scenarios
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source will be operating in conditions which may
reduce their thermal comfort. In the air-conditioning
scenario, despite using more sensors, it wasn’t possi-
ble to significantly improve the temperature spatial
distribution estimation errors. This results from the
fact that the AC unit has a tendency to distribute cold
air only across a limited space, and it takes time for it
to reach more distant locations. What is more, in this
scenario the possible sensor locations were not
directly impacted by the AC’s operation. Here the
perception of thermal comfort will be impacted not
only by the cold air from the AC but also by the air
speed – what is know as “cool breeze”. Accordingly to
the questionnaire completed by students (as part of
an OBMES [Office Building Energy Management
System] project) this “cool breeze” causes a very
unpleasant sensation which requires the exposed
parts of body to be covered by clothing – even if the
temperature observed in a given room is significantly
above the thermal comfort threshold. It is important
to underline that such remarks were made only by
respondents under the direct impact of the AC’s
operation.
The quality of temperature estimation based on three
sensors arranged in various layouts has been also pre-
sented by means of scatter plots in Figs 7–10. As can be
observed, relatively promising values of the R2 criteri-
on were only observed for the heating and natural ven-
tilation scenario. As shown in Fig. 10 the suggested
location of sensors wasn’t able to provide sufficient
information to estimate the temperature distribution
in this room. This is due to the fact that temperature
sensors were situated far from the cold source and it
usually takes time for cold air to reach them. And dur-
ing this process people under the direct impact of the
operating AC unit feel thermal discomfort from cold
air and chill. Therefore, in such a situation it seems
necessary to use an “artificial sensor” which will emu-
late the behaviour of the cold source and its impact on
temperature distribution. We will investigate this issue
in the next phases of our research.
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Figure 7.
Scatter plot for the steady-state scenario
Table 1.
Optimisation procedure results. One sensor was located
where the BMS sensor is as a reference. Here “error” refers
to the absolute error |t jʹ – tj|.
Scenario Max Error(°C)
Min Error
(°C)
MAPE
(%)
Number of sensors 1 3 1 3 1 3
1. Steady-state 0.8 0.64 0 0 1.28 0.64
2. Intensive heating 5.95 3.39 1.12 0.01 14.07 6.22
3. Intensive natural
ventilation 2.4 1.59 0 0.02 3.95 2.39
4. Air-conditioning 6.1 6.00 0 0.02 13.52 13.24
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Figure 9.
Scatter plot for the natural ventilation scenario
Figure 8.
Scatter plot for the intensive heating scenario
POSIT IONING TEMPERATURE SENSORS IN CONF INED SPACES SUBJECT TO VARIOUS EXOGENOUS IMPACTS
5. CONCLUSIONS
The research presented in this paper is part of a big-
ger project which aims to optimise the operation of
Building Management Systems, and what is perhaps
its most important part in particular, namely, the
Heating Ventilation and Air Conditioning subsys-
tems. The project’s objective is to minimise the vol-
ume of energy consumed for maintaining the
required thermal conditions. The obtained results
indicate that the usual use of a single temperature
sensor to control the HVAC system is not enough and
cannot depict the spatial variability of temperature
and consequent differences in thermal comfort.
What is more, process like heating, ventilation or air-
conditioning differently impact the spatial distribu-
tion of observed temperature. In consequence, sen-
sors optimally located for estimating temperature
distribution during heating may not work properly for
a cooling scenario. Therefore, the question remais
open as to the optimal location of sensors which will
enable the precise estimation of temperature distrib-
ution under various scenarios equally.
The conducted analysis revealed several interesting
future research directions which should aim to
answer the following questions: is investment in
more sensors justified by the reduction in HVAC
operation costs?; how does estimation accuracy
increase with each additional sensor?; and how do
other distance metrics (for example inverse distance-
squared relationships) impact estimation precision?
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